URBAN STANDARD SPECIFICATIONS for PUBLIC IMPROVEMENT MANUAL
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SECTION A-A
NOTE:
MAX. DEPTH AS NOTED ON SHEET 10F 2.
MIN. DEPTH-CHECK FOR PIPE SIZE SPECIFIED.
MIN. MANHOLE SIZE
PIPE SIZE  [MIN. INSIDE DIM.
INSIDE DIA. FOR CORR. SIDE
72" 110"
66" 103"
60" 96"
54" 89"
48" 82"
42" 75"
36“ 68“
30" 61"
24” 54“
18" 47"
15" 44"
12"0R LESS 40"
NONE 40"
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